FAIRMONT, WEST VIRGINIA.
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1 1 |Mobile Trash Container Nikec 35 1 |Mobile Pass—Thru Heated Cabinet 83 20 120/208| 60 | 1 X | 14-20P | 5" Nikec
2 1 |Air Curtain, Unheated 3.8 0.75 208 60 | 1| X 102" With Automatic Door Switch 36 — |Spare Number
3 1 |lce Maker 11.7 120 60 |1 |X 66" * 3/4" * See ltem #3B 37 1 |Fire Suppression System Control Cabinet 20.0 120 60 |1 114" 24 Hour Dedicated Circuit
3A 1 |lce Storage Bin 3/4" 37A 1 |Fire Suppression Pull Station J.B. Recessed In Wall @ 48" AFF.
3B 1 |Water Filter System, Wall Mounted /2" | 72" P.C. To Extend Filtered Water To Ice Maker 38 1 |Mobile Heated Plate Dispenser 13.0 208 60 |1 X | 6-20P 5" Nikec
* |4 1 |Walk—in Cooler 15.0 | 1.4 120 60 [ 1|X 108" Lights, Alarm & Heaters 39 1 |Mobile Hot Food Counter Custom — Stainless
* [4A 1 [Walk—in Freezer 15.0 | 1.4 120 60| 1|X 108" Lights, Alarm & Heaters 39A 1 |Drop—In Four Hot Well Unit 23.8| 5.0 208 60| 11X 5" 1"
4B 1 |Walk—In Closure Panels & Trim 40 1 |Mobile Griddle Counter Custom - Stainless
4C 1 |Walk—=In Cooler Evaporator Coil 1.8 120 60 |1 |X 108" 3/4" 41 1 |Mobile Cold Food Counter Custom - Stainless
4D 1 [Walk—In Cooler Compressor — Remote 8.5 1.0 208 60| 1| X Stub Mounted On Building Roof 41A 1 |Drop—In Celd Pan Unit 7.0 0.25 120 60 | 1 X | 5-15P 5" 1"
4E 1 _|Walk—In Freezer Evaporator Coil * * * (x| X 108" 3/4" * J.B. For ltems #4E—A & #4E-B 42 1 |Mobile Beverage Counter Custom — Stainless
A Blower Fan Motors — 4E-A 2 0.9 208 60 [ 1]X 108" Power Supply @ Remote Freezer Compressor 43 1 |Reach—in Merchandiser Refrigerator 5.2 0.33 120 60 |1 X | 5-15P | 36"
é A Defrost Heaters — 4E—B s 7.0 208 60 | 1| X 108" Power Supply @ Remote Freezer Compressor 44 1 |lce Maker/Dispenser 12.0 120 60 | 1 X 48" * 3/4" * See ltem #44A
4F 1 |Walk—In Freezer Compressor — Remote 9.0 1.5 208 60 | 3| X Stub Mounted On Building Roof 3/4"
5 2 [Mobile Shelving Unit (24X60 4TIER) Nikec 445 1 |Water Filter System 1/2" | 72" P.C. To Extend Filtered Water To Ice Maker
5A 2 |Mobile Shelving Unit (24X54 4TIER) Nikec 45 1 |Juice Dispenser 15.0 120 60 | 1 X | 5-15P | 48" Three Flavor
5B 1 |Mobile Shelving Unit (24X30 4TIER) Nikec 46 1 |Coffee Urn 29.0| 6.0 120/208| 60 | 1| X 48" |1/2" | 54" Twin Three Gallon
6 2 |Mobile Shelving Unit (24X60 4TIER) Nikec 47 1 |Salad Bar Counter Custom - Stainless
6A 2 [Mobile Shelving Unit (24X54 4TIER) Nikec 47A 1 |Drop—In Cold Pan Unit 7.0 0.25 120 60 |1 X | 5-15P | 18" 1"
6B 1 |Mobile Shelving Unit (24X30 4TIER) Nikec 48 1 [Mobile Tray/Silverware Dispenser Nikec
7 4 |Mobile Shelving Unit (24X60 4TIER) Nikec 49 1 |Dishwasher 46.0 1.66 208 60 |3 X 60" 1/2"| 127 2" Minimum 110" H.W. Fill Connection
7A 2 |Mobile Shelving Unit (24X48 4TIER) Nikec 49A 1 |Clean Dishtable
8 1 |Overshelf With Pot Rack Wall Mounted 498 1 |Soiled Dishtable
9 2 |Hand Sink, With Soap & Towel Dispenser 1/2" | 28" |1/2" | 28" |1 1/27 24" Wall Mounted 49C 1 |Overshelf Wall Mounted
10 1 |30 Quart Mixer 16.0 1.0 120 60 |1 X | 5-20P | 36" Nikec 49D 1 |Rack Shelf Wall Mounted
11 1 |Baker's Table Nikec 49E 1 |Pre—Rinse Spray Assembly 1/2" ) 14" | 1/27 14" Splash Mounted
12 3 |Mobile Ingredient Bin Nikec 49F 1 |Pant Leg Duct Assembly 600 |Custorn — Stainless
13 1 |Mobile Pan Rack Nikec 49G 1 |Detergent Dispenser 10.0 | 1.0 120 60 | 1 X | 5-15P | 66" Nikec — By Vendor
14 1 [Mobile Holding/Proofing Cabinet 16.7 | 2.0 120 |60 |1 X | 5-20P | 48" A [49H | 1 [Drain Woter Quench System 3 * * x| xlX § 172" 12m | 3 < |* See Item #49 Dishwasher 3
15 1 [Mobile Can Rack * |50 1 |Disposer With Centrol Panel 6.6 2.0 208 60| 3| X 24" [1/2" | 14" 2" 12" ﬁﬁ 172" Sink Mount Assembly
16 1 [Worktable Nikec 51 — |Spare Number
17 1 |Vegetable Cutter 2.8 0.50 120 60 | 1 X | 5-15P | 48" 52 1 |Booster Heater 83.0 | 30.0 208 60 | 3 X 12" 3/47| 127 3/4" Requires 110" Minimum Hot Water
18 1 |Slicer 7.0 0.50 120 60 |1 X| 5-15P | 48" Nikec 52A 1 |Sink Heater & Sanitizer 25.0| 9.0 208 60 |3 X 12" 3/4"
19 1 |Worktable Nikec 53 1 |Three Compartment Scullery Sink 11/2" P.C. To Run Thru Grease Trap, Per Code
20 1 |Overshelf With Pot Rack Wall Mounted % |53A | 1 |Disposer With Control Panel 6.6 2.0 208 |60 |3 X 24" [1/2"] 14" 2" 12" With 18" Cone Assembly
21 1 |Two Compartment Prep Sink 11/2" 538 2 |Sink Faucet 1/2" | 14" | 1/27 | 14 Splash Mounted
21A 1 |Sink Faucet 1/2" | 14" [1/2" | 14" Splash Mounted 54 1 |Overshelf With Pot Rack Wall Mounted
22 1 |Overshelf With Pot Rack Wall Mounted 55 1 |Mobile Silverware Soak Sink 2" Nikec
* |23 1 |Disposer With Control Panel 6.6 2.0 208 60 [ 3| X 24" [1/2"| 14" 2" 12" With 3 1/2" Sink Mount Assembly 56 1 |Floor Trough With Grate 3"
24 1 |Water Treatment System 1.0 120 60 | 1 X | 5-15P | 72" |1/2"| 72" Wall Mounted 57 1 |Floor Trough With Grate 3"
A |25 1 [Mobile Fryer With Filter System 1/2" | 120 ( 36" 58A 1 [Sneeze Guard
25A 1 |Mobile Fryer Dump Station 6.9 120 60 | 1 X | 5-15P | 36" 588 1 |Sneeze Guard
258 1_|Quick Disconnect Assembly — ~ 3/4" % 48" 58C 1 |Sneeze Guard
A 26 1 |Griddle, Gos ; 3/4"| 90 | Stub é T 58D 1 |Sneeze Guard
A 268 | 1 |uick Disconnect Assembly < ~ — (|3/4" x 48"} 59 1 |Mobile Plate Dispenser Nikec
A 27 T |Mobile Four Burner Range 3/4"] 182 ( 36" N— 60 1 |Mobile Glass Rack Dispenser Nikee
27A 1 |Quick Disconnect Assembly 1" X 48" 61 1 |Condiment Dispenser Nikec — Verify Alternate Location
A 28 1 |25 Gallon Tilting Kettle 5.0 120 60 | 1 X | 5-15P | 24" 3/47| 90 ( 36" 62 1 |Microwave Oven 13.3 | 1.5 120 60 |1 X | 5-15P 5" Nikec
28A 1 |Quick Disconnect Assembly 3/4" % 48" 83 1 |Conveyor Toaster 14.0 | 2.8 208 | 60 |1 X | 6-20P | 5" Nikec
A |29 1 30 Gallon Tilting Skillet 3.0 120 | 60 |1 X| 5-15P | 24" 3/4" 90 36" With Faucet Brocket, On Right Side 64 1 |ice Maker 9.7 120 |60 1]|x 66" | » 3/4" * See Iltem #648
209A 1 |Double Pantry Faucet 1/2" | 24" |1/2"| 24" Faucet Used With Item #28 B4A 1 |lce Storage Bin 3/4"
298 1 |Quick Disconnect Assembly 3/4" X 48" 64B 1 |Water Filter System 1/2" | 72" P.C. To Extend Filtered Water To lce Maker
A |30 1 |Mobile Convection Oven 9.0 0.50 120 60 | 1 X| 5-15P | 36" 3/4"; 120 | 36" i Double Deck 65 1 |Beverage Counter
9.0 0.50 120 60 |1 X| 5-15P | 36" 66 1 |Built—In Water Station 1/2"| 24" 1"
30A 1 |Quick Disconnect Assembly 3/4" % 48" 1/2"
A |31 1;Exhuust Hood With Closure F‘ane\sé 2560 [With Fluorescent Lights 67 1 |Worktable
31A 1 |Exhoust Hood Remote Light Switch 10.0 120 60 [1|X 48" Supplied By E.C. @ 48" AF.F. 68 1 |Mobile Convection Oven 35.0 | 12.5| 0.50 208 60 |3 X 24" Single Deck
A |32 1;Exhuust Hood With Closure Fone\sé 1625 [With Fluorescent Light 69 2 |Worktable
32A 1 |Fire Suppression System Control Cabinet 20.0 120 | 60| 1| X 114" 24 Hour Dedicated Circuit 70 1 |Hand Sink, With Soap & Towel Dispenser 1/2" | 28" [1/27 26" |1 1/2" 24" Wall Mounted
328 1 |Fire Suppression Pull Station J.B. Recessed In Wall @ 48" AF.F. 71 1 [Mobile Shelving Unit (24X72 4TIER)
32C 1 |Exhoust Hood Remote Light Switch 5.0 120 60 [1|X 48" Supplied By E.C. @ 48" AF.F. 71A 3 |Mobile Shelving Unit (24X48 4TIER)
33 1 |Worktable Nikec 72 1 [Refrigerator, Roll—In 11.8 0.50 120 |60 |1 X | 5-15P | 90"
33A 1 [Table Mounted Pot & Pan Rack Nikec 73 1 |[Mobile Reach—In Freezer 12.3 1.50 |120/208) 60 | 1 X | 14-20P | 38"
34 1 |Mobile Pass—Thru Refrigerator 10.4 0.50 120 60 |1 X| 5-15P | 5" Nikec 74 1 |Coffee Urn 29.0 | 6.0 120/208| 60 | 1| X 48" [1/2" | 54" Twin Three Gallon
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