Branch Panel: MSB
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Location: Volts: 230/400V - 3Phase A.l.C. Rating:
Supply From: Phases: 3 Mains Type:
Mounting: Recessed Wires: 4 Mains Rating: 100 A
Enclosure: Type 1 MCB Rating:
Notes:

CKT Circuit D ipti Trip | Poles A B [ Poles | Trip Circuit Description CKT
1 Panel "P1" 20 A 1 13200 2
3 Panel "P2" 20 A 1 9600 4
5 6
7 8
9 10
11 12

Total Load: 13200 VA 9600 VA 0VA
Total Amps: 64 A 48 A 0A
Notes:
Branch Panel: P1
Location: Volts: 230V - 1Phase A.L.C. Rating:
Supply From: MSB Phases: 1 Mains Type:
Mounting: Recessed Wires: 2 Mains Rating: 100 A
Enclosure: Type 1 MCB Rating:
Notes:

CKT Circuit D Trip Poles A Poles Trip Circuit D CKT
1 Receptacle 20 A 1 1200 1200 1 20 A |Receptacle 2
3 Receptacle 20A 1 1200 1200 1 20 A |Receptacle 4
5 Receptacle 20A 1 1200 1200 1 20 A |Receptacle 6
7 Receptacle 20 A 1 1200 1200 1 20 A |Receptacle 8
9 Receptacle 20 A 1 1200 1200 1 20 A |Receptacle 10
11 Receptacle 20 A 1 1200 0 1 20 A |Spare 12

Total Load: 13200 VA
Total Amps:
Branch Panel: P2
Location: Volts: 230V - 1Phase A.L.C. Rating:
Supply From: MSB Phases: 1 Mains Type:
Mounting: Recessed Wires: 2 Mains Rating: 100 A
Enclosure: Type 1 MCB Rating:
Notes:

CKT Circuit D Trip Poles A Poles Trip Circuit D CKT
1 Receptacle 20A 1 1200 1200 1 20 A |Receptacle 2
3 Receptacle 20A 1 1200 1200 1 20 A |Receptacle 4
5 Receptacle 20 A 1 1200 1200 1 20 A |Receptacle 6
7 Receptacle 20 A 1 1200 1200 1 20 A |Receptacle 8
9 Spare 20 A 1 0 0 1 20 A |Spare 10
11 Space 0A 1 0 0 1 0A |Space 12

Total Load: 9600 VA

Total Amps:




