Double power point for
fridge. Position to
allow unit to be
switched on/off
without removal.

Preferred position
of distribution
board (if required).
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* THE DESIGN ON THIS DRAWING IS COPYRIGHT AND REMAINS THE
PROPERTY OF THE ARCHITECT.

¢ ALLWORK S TO BE CARRIED OUT INACCORDANCE WITH LOCAL
AUTHORITY REGULATIONS.

* ALLDIMENSIONS AND LEVELS ARE TO BE CHECKED ON SITE
BEFORE WORK IS PUT IN HAND.

* ANY DISCREPANCIES ARE TO BE IMMEDIATELY REPORTED TO THE
ARCHITECT.

* THE DRAWING MAY NOT BE SCALED.

DATE DESCRIPTION NAME

0 25.03.2015 ISSUED FOR COSTING PS

PROJECT NO: PLOT NO:

37a -

S|S| 1050
2

P| 200

L

Single light switch.
Two way light switch.

Single plug point.

Height of light
switches.

Height of power
switch.

D2 FITTING NUMBER — REFER TO LIGHT
SCHEDULE FOR DETAILS.

OTHER

SYMBOL | DESCRIPTION

@ TELEPHONE OUTLET

DATA POINT

EXTRACTOR FAN

ELECTRICAL POINT — WALL MOUNTED

by

SURFACE—MOUNTED CEILING LIGHT FITTING

-

ELECTRICAL PQINT — FLOOR MOUNTED

XiR

RECESSED CEILING LIGHT FITTING

05

=}

HEIGHT OF FITTING ABOVE FLOOR LEVEL

X

SURFACE—MOUNTED WALL LIGHT FITTING

FITTING IS BUILT INTO A JOINERY ITEM

KXR

RECESSED WALL LIGHT FITTING

=<

FITTING IS WATERPROOF

X

PENDULUM LIGHT FITTING

O TGN

APPLIANCE LIST:
REFRIGERATED DISPLAY x 2
SINK

COFFEE MACHINE

OPEN FRIDGE

HORIZONTAL ROLLER SHUTTER

POWER

1 x TUBE FLUOR. FITTING (VERTICAL)

SYMBOL

DESCRIPTION

1 x TUBE FLUOR. FITTING (HORIZONTAL)

NOTES

SINGLE PLUG POINT

13
o
=

2 x TUBE FLUOR. FITTING (HORIZONTAL)

DOUBLE PLUG POINT

SWITCHES

FLOOR PLUG

=9 | 9|59 |3

WATERPROOF SINGLE POINT

SYMBOL

DESCRIPTION

N
=

WATERPROOF DOUBLE POINT

SINGLE LIGHT SWITCH

.

DISTRIBUTION BOARD

LIGHT SWITCH WITH DIMMER

TWO WAY LIGHT SWITCH

[v]| m2|em| =

TWO WAY LIGHT SWITCH WITH DIMMER

SCAA to advise contractor on electrical connection point.

SCAA to advise on need to include individual distribution
board.

All drivers and/or transformers to be concealed in
joinery concealed from view.

Refer to fitting installation instructions for all
installations.
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EXAMPLE GENERAL LITGHTING APPLIANCES GENERAL NOTES
SYMBOL | DESCRIPTION SYMBOL | DESCRIPTION All work to be carried out by a

licensed electrician in strict accordance
with Seychelles Planning Authority
building code.

All light fittings and electrical points
to be aligned and equally spaced
unless otherwise indicated.

All light fittings and electrical points
to be centred, unless otherwise
indicated.

Drawings to be read in conjunction
with Master Drawing set and all other
detailed drawings issued by architect
that they may relate to.

Any discrepancies or ambiguity in
drawings or specification are to be
clarified in writing by the contractor
with the architect. Incorrect
interpretation which results in
alterations shall be made good by the
contractor at his own expense.

All switches to be recessed into walls
with switch plate flush with surface
unless otherwise stated.

Distribution board to be installed at
electrician's discretion to suit electrical
requirements. Work to be carried out
in strict accordance with Seychelles
Planning Authority building code.
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