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SLC DEVICE INFORMATION SLC DEVICE INFORMATION SLC DEVICE INFORMATION NOTIFICATION CIRCUIT TOTALS
ADDRESS DESCRIPTION LOCATION EVAC |RELATE 1[RELATE 2 RELATE 3 ADDRESS DESCRIPTION LOCATION EVAC |RELATE 1[RELATE 2 RELATE 3 ADDRESS DESCRIPTION LOCATION EVAC RELATE 1|RELATE 2 [RELATE 3 IRCUIT # Descrintion TY IMILLIAMPERE ker W
1.1.1.0 PULL STATION STAIR #2 EXIT ® 1.134.1 DUAL RELAY MODULE ELEVATOR #1 SHUNT TRIP 4.1.1.0 | MIN MONITOR MODULE |RESTAURANT KITCHEN CO DETECTOR C ClL{ 30 CDeI-?(C)Rﬁt STROBE Q3 2 5|Spea % atts
1.1.2.0 PULL STATION SPRINKLER ROOM EXIT ® 1.1.34.2 DUAL RELAY MODULE ELEVATOR #2 SHUNT TRIP 4.1.2.0 | MINI MONITOR MODULE |RESTAURANT KITCHEN CO DETECTOR
1.13.0 | SYSTEM SMOKE DETECTOR SPRINKLER ROOM ° 11351 DUAL RELAY MODULE ELEVATOR #3 SHUNT TRIP 413.0 | MONITOR MODULE RESTAURANT ANSUL SYSTEM ° 11 30 CD STROBE 1 63 0
1.1.4.1 | DUAL INPUT MONITOR MODULE MAIN WATERFLOW ) 1.135.2 DUAL RELAY MODULE SPARE 4.1.4.0 PULL STATION RESTAURANT KITCHEN EXIT ® 11 75 CD HORN STROBE| 1 131 0
1.1.4.2 | DUAL INPUT MONITOR MODULE MAIN RISER PRESSURE 1.1.36.1 DUAL RELAY MODULE ELEVATOR #1 PRIMARY RECALL 4.15.0 PULL STATION RESTAURANT MAIN EXIT ® 5 440 0
1.1.5.1 | DUAL INPUT MONITOR MODULE MAIN RISER SPRINKLER TAMPER 1.1.36.2 DUAL RELAY MODULE ELEVATOR #1 SECONDARY RECALL 4.16.0 PULL STATION RESTAURANT PATIO EXIT ®
1.1.5.2 | DUAL INPUT MONITOR MODULE MAIN RISER SPRINKLER TAMPER ® 1.137.1 DUAL RELAY MODULE ELEVATOR #2 PRIMARY RECALL 4.1.7.0 PULL STATION RESTAURANT RETAIL EXIT ®
1.1.6.1 | DUAL INPUT MONITOR MODULE 1ST FLOOR WATERFLOW ® 1.137.2 DUAL RELAY MODULE ELEVATOR #2 SECONDARY RECALL 4.1.9.0 | MINI MONITOR MODULE RESTAURANT CO DETECTOR
1.1.6.2 | DUAL INPUT MONITOR MODULE | _ FIRST FLOOR ISOLATION TAMPER 1.1.38.1 DUAL RELAY MODULE ELEVATOR #1 FLASHING HAT 4.1.10.0 | DUCT SMOKE DETECTOR RTU-K NOTIEICATION CRCUT TOTALS
1.1.7.0 |135 DEG FIXED HEAT DETECTOR POOL ROOM ® 1.1.38.2 DUAL RELAY MODULE ELEVATOR #2 FLASHING HAT 4.1.11.0 | DUCT SMOKE DETECTOR RTU-BAR AlN!
1.1.8.0 |135 DEG FIXED HEAT DETECTOR POOL ROOM ° 1.1.39.0 | SYSTEM SMOKE DETECTOR ELEVATOR #1/2 MACH. ROOM ® |11362]1.137.2|1.138.1&1.1.382 4.1.12.0 | DUCT SMOKE DETECTOR RTU-D? CIRCUIT # Description QTY [MILLIAMPERES | Speaker Watts
1.1.9.0 [ SYSTEM SMOKE DETECTOR POOL VESTIBULE ® 1.1.40.0 [135 DEG FIXED HEAT DETECTOR ELEVATOR #1/2 MACH. ROOM ® [11341]1.134.2 12 15 CD HORN STROBE| 2 74 0
1.1.10.0 | SYSTEM SMOKE DETECTOR POOL STORAGE ROOM ° 1.1.41.0 MINI MONITOR MODULE POOL MECHANICAL RM. CO DETECTOR 12 15 CD STROBE 1 55 0
1.1.11.0 | SYSTEM SMOKE DETECTOR MAIN ELECTRICAL ROOM ® 1.1.42.0 | DUCT SMOKE DETECTOR RTU-BA
1.1.12.0 PULL STATION MAIN ELECTRICAL ROOM ® 1.1.43.0 MONITOR MODULE ELEVATOR #1/2 PIT ISOLATION TAMPER| @ %% 30 g(? IC-IS §¥RSOT§EO BE % 2_% 8
1.1.13.0 | SYSTEM SMOKE DETECTOR COMPUTER / TELEPHONE ROOM ° 1.1.44.0 PULL STATION POOL ROOM EXIT ° NOTIEICATION CIRCUIT TOTAL
1.1.14.0 | SYSTEM SMOKE DETECTOR HOTEL OFFICE CORRIDOR ® 1.1.45.0 | SYSTEM SMOKE DETECTOR POOL MECHANICAL ROOM ° CIRCUT & 5 Or' t'cn ON CIRCU C?TY IV?ILLI AMPERES [Speaker Watt 12 60 CD HORN STROBE| 2 107 0
1.1.15.0 [ SYSTEM SMOKE DETECTOR HOTEL MANAGERS OFFICE o 1.1.46.0 PULL STATION HOTEL FORE STREET EXIT ® escriptio peaker Watts 7 562 0
1.1.16.0 | SYSTEM SMOKE DETECTOR HOTEL SALES OFFICE ° 1 110 CD WEATHERPROOF HORN STROBE| 1 137 0
1.1.17.0 | SYSTEM SMOKE DETECTOR HOTEL LOBBY ® 1 15 CD HORN STROBE 4 74 0
ii}gg MINI i/IUCI)_hISTBA; II\(/I)gDULE HOTETOLI)EBLB\L(OCBCEYD??ETCTOR ° SLC DEVICE INFORMATION L L CD STROBE ! > 0
I L0 ADDRESS DESCRIPTION LOCATION EVAC [RELATE 1[RELATE 2[RELATE 3 1 30 CD HORN STROBE 3 82 0
1.1.20.0 | SYSTEM SMOKE DETECTOR HOTEL BREAKFAST AREA ®
3.1.1.1 DUAL RELAY MODULE ELEVATOR #3 PRIMARY RECALL 15 1064 0
1.1.21.0 | SYSTEM SMOKE DETECTOR HOTEL BREAKFAST AREA °
3.1.1.2 DUAL RELAY MODULE ELEVATOR #3 SECONDARY RECALL
1.1.22.0 | 150 DEG FIXED HEAT DETECTOR HOTEL GUEST PANTRY ° SN SUALRELAY MODULE S FVATOR 3 FLASHING HAT
1.1.23.0 | 150 DEG FIXED HEAT DETECTOR HOTEL FOOD PREP KITCHEN ° L
1.1.24.0 | SYSTEM SMOKE DETECTOR HOTEL FOOD STORAGE ® 3.1.2.2 DUAL RELAY MODULE SPARE
1.1.25.0 | SYSTEM SMOKE DETECTOR HOTEL 15T FLOOR CORRIDOR ° giig 1355YI)SI:ZFGE|\:I)§EAIJOEE£I'ESEE(':I{8$OR Etgﬂgg ﬁ mg: Eggm : 13'11'315'21 3.1.2.1 NOTIFICATION CIRCUIT TOTALS
1.1.26.0 [ SYSTEM SMOKE DETECTOR HOTEL BUSINESS CENTER ® 3150 BULL STATION ELEVATOR #3 MACH ROOM o | CIRCUIT # Description QTY |MILLIAMPERES [Speaker Watts
1.1.27.0 SYSTEM SMOKE DETECTOR HOTEL GUEST STORE o 7 15 CD HORN STROBE]| 1 74 0
3.1.6.0 PULL STATION STAIRWELL #1 EXIT [
1.1.28.0 | SYSTEM SMOKE DETECTOR HOTEL 15T FLOOR CORRIDOR ®
3.1.7.0 |135 DEG FIXED HEAT DETECTOR| CONDO TRASH STORAGE ROOM | @ 1 74 0
1.1.29.0 | SYSTEM SMOKE DETECTOR HOTEL 1ST FLOOR ELEVATOR LOBBY | @ |1.1.36.2 | 1.1.37.2 =
3.1.8.0 | SYSTEM SMOKE DETECTOR ELEVATOR #3 PIT ® [3112 3121
1.1.30.0 | SYSTEM SMOKE DETECTOR ELEVATOR 1/ 2 PIT ® [1.1362]1.137.2[1.1.38.1&1.1.38.2
3.1.9.0 |135 DEG FIXED HEAT DETECTOR ELEVATOR #3 PIT ® [1135.1
1.1.31.0 135 DEG FIXED HEAT DETECTOR ELEVATOR 1 / 2 PIT ® |11341]1.1342
3.1.10.0 | SYSTEM SMOKE DETECTOR 1ST FLOOR ELEVATOR #3 LOBBY | @ | 3.1.1.2
1.1.32.0 | SYSTEM SMOKE DETECTOR HOTEL 1ST FLOOR CORRIDOR ° =TIT0 SULL STATION CONDO 15T FLOOR ELEVATOR LOBEY @
1.1.33.0 | SYSTEM SMOKE DETECTOR HOTEL BUSINESS CENTER STORAGE | @ s






