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SYSTEM DESCRIPTION

MODULE TYPE

E20-327-COM FROM SUNPOWER

QUANTITY

MODULE

(192) PV MODULES

SYSTEM SIZE 62.78 KW(DC)

187°

51 KW(AC)

INVERTER

TILT ANGLE

LOCATION MAP

SCALE:1:20000

(1) STP 24000TL-US FROM SMA

PROJECT

SITE

COORDINATES:

X:123944.5658,  Y:263986.0366

Lat:18°24'36.18"N,  Long:67°9'11.55"W

1 2 3 4 5 6

D

C

B

A

E

D

C

B

A

AZ ENGINEERING
PMB # 53, P.O. BOX 6022 CAROLINA, P.R.00984-6022

TEL: 787-768-3851 FAX: 787-752-5192

URL:WWW.AZENG.NET

MAIL:INFO@AZENG.NET

FILE NAME:

DRAWN BY:

DESIGNED BY:

DRAFTER LIC.:

SCALE:

DATEMARK DESCRIPTION

SHEET NO. : OF

PLOT SCALE:

DRAWING NUMBER:

SHEET TITLE:

ISSUE:

ON:

STAMP:

CONSULTANTS:

ADVANCE COPY NOT

FOR CONSTRUCTION

DATE: April 19, 2016

YO ANGEL R. ZAYAS DUCHESNE, LIC. 13160, CERTIFICO QUE SOY EL PROFESIONAL
QUE DISEÑÓ LOS PLANOS DE ENERGÍA RENOVABLE PARA ESTE PROYECTO.
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CONTRACTOR:

CARR.2, KM.121.4, SECTOR VICTORIA, AGUADILLA, P.R.

(1) STP 15000TL-US-10 FROM SMA

00 20' 40'

NEW TRANSFORMER 50KVA

EXISTING PREPA METER

EXISTING SUBSTATION SECONDARY

MAIN BREAKER ENCLOSURE TO BE

USE AS POINT OF CONNECTION

EXISTING MOUNTED 150 KVA

POLE STATION

INVERTERS LOCATION

EXISTING SUBSTATION

EXISTING ENCLOSURE

PV MODULES

INVERTERS

FUSE DISCONNECT

PV PANEL BOARD (PVPB)

PREPA METER

TRANSFORMER

(1) STP 12000TL-US-10 FROM SMA

16PE-101

NEW PREPA DISCONNECT

PVPB LOCATION

EXISTING

GENERATOR

EXISTING

ATS&PVPB


